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2 Pole, 3 wire, 30A. disconnect
switch, NEMA 3R, fused 30A.

10 amp control fuse or

15 amp circuit breoker\
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Cast aluminum cabinet 450h.x300w.x200d.
(18""N.x 12”w.x 8”d.) . Aluminum door with

standard traffic signallock and key and
400x250x13  (16"x10"x!/%")  mounting board.
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30 A.240V. Contactor,
120V. operating coil
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GENERAL NOTES

Allequipment shallbe U.L. Listed.

Alldimensions are in millimeters unless
otherwise shown.
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CONTROL INSTALLATION

SERVICE POLE MOUNTED

120/240V., 1 PHASE, 3 WIRE SERVICE
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